
Special Meeting
Monday, December 19, 2022 5:30 PM
High School Media Center, 810 First Street North, Pine River, MN 56474

1. Call to Order and Pledge to Flag Speaker(s): Board 
Chair

2. Discussion Items

2.1. Health Services Addition - DCD Classroom 
Remodel

2.2. Worlds Best Workforce Report

2.3. Wage increase for food service staff

3. Action Items Speaker(s): Board 
Chair

3.1. Approve a Memorandum of Agreement with School 
Service Employees International Union, Local #284

3.2. Approve a 2023-2025 Master Agreement with 
School Service Employees International Union, 
Local #284

3.3. Approve Letters of Assignment with Food Service 
Staff  Effective January 1, 2023

3.4. Approve 2023-2025 Letters of Assignment with 
Food Service Staff

3.5. Approve $2 an Hour Increase to Short Hour Food 
Service Staff Effective January 1, 2023.

3.6. Approve the 2023-2024 School Calendar

4. Motion per Minnesota State Law 13D.05 to Close 
Meeting in Order to Perform an Evaluation on 
Jonathan Clark, Superintendent

5. Reopen Meeting

6. Adjourn



COMPLIANCE WITH APPLICABLE CODES IS REQUIRED.  NOTHING IN THESE 
DOCUMENTS IS INTENDED TO RUN CONTRARY TO THE THE APPLICABLE 
CODES OR OTHER REQUIREMENTS OF AUTHORITIES HAVING JURISDICTION.  
ALL REFERENCED CODES ARE THE MOST RECENT EDITIONS ADOPTED.  LOCAL, 
COUNTY, STATE, AND FEDERAL CODES, ORDINANCES, LAWS, REGULATIONS, 
AND RESTRICTIVE COVENANTS SHALL GOVERN THE WORK.

2020 MINNESOTA STATE BUILDING CODE, INCLUDING: 

1300 MINNESOTA BUILDING CODE ADMINISTRATION [MBCA]
1301 BUILDING OFFICIAL CERTIFICATION
1302 STATE BUILDING CODE CONSTRUCTION APPROVALS
1303 SPECIAL PROVISIONS
1305 MINNESOTA BUILDING CODE [MBC]
1306 SPECIAL FIRE PROTECTION SYSTEMS
1315 MINNESOTA ELECTRICAL CODE
1341 MINNESOTA ACCESSIBILITY CODE [MAC]
1346 MINNESOTA MECHANICAL CODE [MMC]
4714 MINNESOTA PLUMBING CODE [MPC]
1322 AND 1323 MINNESOTA ENERGY CODES [MREC AND MCEC]
5230 MINNESOTA HIGH PRESSURE PIPING SYSTEMS

APPLICABLE CODES

PROPOSED USE:
OCCUPANCY:
CONSTRUCTION TYPE:
FIRE PROTECTION:

# OF OCCUPANTS

CODE SUMMARY

NURSE OFFICE, DCD ROOM
EDUCATIONAL
II-B
FULLY SPRINKLERED NFPA 13

22

GENERAL NOTES:

1. THE CONTRACT DOCUMENTS, INCLUDING DRAWINGS, SPECIFICATIONS, AND ANY SUBSEQUENTLY ISSUED 
ADDENDA OR FIELD BULLETIN ARE COMPLEMENTARY DOCUMENTS. WHAT IS REQUIRED BY ONE SECTION, 
DRAWING, OR DETAIL IS REQUIRED BY ALL.

2. PERFORMANCE BY THE CONTRACTOR SHALL BE REQUIRED ONLY TO THE EXTENT CONSISTENT WITH THE 
CONTRACT DOCUMENTS AND REASONABLY INFERABLE FROM THEM AS BEING NECESSARY TO PRODUCE THE 
INDICATED RESULTS.

3. THE CONTRACTOR SHALL PERFORM THE WORK IN ACCORDANCE WITH THE CONTRACT DOCUMENTS. 

4. THE CONTRACTOR SHALL VISIT THE SITE, BECOME GENERALLY FAMILIAR WITH THE LOCAL CONDITIONS UNDER 
WHICH THE WORK WILL BE PERFORMED, AND CORRELATED THEIR PROFESSIONAL OBSERVATIONS WITH THE 
REQUIREMENTS OF THE CONTRACT DOCUMENTS. 

5. BEFORE STARTING EACH PORTION OF THE WORK, THE CONTRACTOR SHALL CAREFULLY STUDY AND COMPARE 
THE VARIOUS CONTRACT DOCUMENTS, TAKE FIELD MEASUREMENTS OF EXISTING CONDITIONS, AND OBSERVE 
CONDITIONS AT THE SITE AFFECTING THE WORK.  THESE OBLIGATIONS ARE FOR THE PURPOSE OF FACILITATING 
COORDINATION AND CONSTRUCTION.

6. THE CONTRACTOR SHALL PROMPTLY REPORT TO THE ARCHITECT ANY ERRORS, INCONSISTENCIES, OR 
OMISSIONS DISCOVERED OR MADE KNOWN TO THE CONTRACTOR AS A REQUEST FOR  INFORMATION (RFI).

7. THE CONTRACTOR SHALL PROMPTLY REPORT TO THE ARCHITECT ANY NON-CONFORMITY WITH APPLICABLE 
LAWS, STATUTES, ORDINANCES, CODES, RULES AND REGULATIONS DISCOVERD OR MADE KNOWN TO THE 
CONTRACTOR AS A REQUEST FOR INFORMATION (RFI).  

8. THE PURPOSE OF SHOP DRAWINGS, PRODUCT DATA, SAMPLES, AND SIMILAR SUBMITTALS IS TO DEMONSTRATE 
HOW THE CONTRACTOR PROPOSES TO CONFORM TO THE INFORMATION GIVEN AND THE DESIGN CONCEPT 
EXPRESSED IN THE CONTRACT DOCUMENTS.

9. BY SUBMITTING SHOP DRAWINGS, PRODUCT DATA, AND SIMILAR SUBMITTALS, THE CONTRACTOR REPRESENTS 
THAT THE CONTRACTOR HAS (1) REVIEWED AND APPROVED THEM, (2) DETERMINED AND VERIFIED MATERIALS, 
FIELD MEASUREMENTS, AND FIELD CONSTRUCTION CRITERIA RELATED THERETO AND (3) CHECKED AND 
COORDINATED THE INFORMATION CONTAINED WITHIN SUCH SUBMITTALS WITH THE REQUIRMENTS OF THE 
WORK AND OF THE CONTRACT DOCUMENTS.  

10. THE ARCHITECT'S REVIEW OF SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES IS CONDUCTED FOR THE 
LIMITED PURPOSE OF CHECKING FOR CONFORMANCE WITH INFORMATION GIVEN AND THE DESIGN CONCEPT 
EXPRESSED IN THE CONTRACT DOCUMENTS.  REVIEW OF SUCH SUBMITTALS IS NOT CONDUCTED FOR THE 
PURPOSE OF DETERMINING THE ACCURACY OR COMPLETENESS OF OTHER DETAILS SUCH AS DIMENSIONS OR 
QUANTITIES, OR FOR SUBSTANTIATING INSTRUCTIONS FOR INSTALLATION OR PERFORMANCE OF EQUIPMENT OR 
SYSTEMS.  

11. THE ARCHITECT AND ARCHITECT'S CONSULTANTS SHALL BE DEEMED THE AUTHORS AND OWNERS OF THEIR 
RESPECTIVE INSTRUMENTS OF SERVICE, INCLUDING THE DRAWINGS AND SPECIFICATIONS, AND RETAIN ALL 
COMMON LAW, STATUATORY, AND OTHER RESERVED RIGHTS IN THEIR INSTRUMENTS OF SERVIC, INCLUDING 
COPYRIGHTS. 

12. THE CONTRACTOR SHALL BE RESPONSIBLE FOR INITIATING, MAINTAINING, AND SUPERVISING ALL SAFETY 
PRECAUTIONS AND PROGRAMS IN CONNECTION WITH THE WORK.  

13. THE CONTRACTOR SHALL TAKE REASONABLE PRECAUTIONS FOR THE SAFETY OF, AND SHALL PROVIDE 
REASONABLE PROTECTION TO PREVENT DAMAGE, INJURY, OR LOSS TO: (1) EMPLOYEES ON THE WORK AND 
OTHER PERSONS, (2) THE WORK AND MATERIALS AND EQUIPMENT TO BE INCORPORATED THEREIN, (3) OTHER 
PROPERTY AT THE SITE OR ADJACENT THERETO.  

BUILDING ELEMENT

TYPE I

A B

PRIMARY STRUCTURAL FRAME

BEARING WALLS
EXTERIOR
INTERIOR

NONBEARING WALLS AND PARTITIONS 

EXTERIOR

FLOOR CONSTRUCTION AND SECONDARY 
MEMBERS 
(SEE SECTION 202 IBC)

NONBEARING WALLS AND PARTITIONS 

INTERIOR

ROOF CONSTRUCTION AND SECONDARY 
MEMBERS 
(SEE SECTION 202 IBC)

SEE TABLE 602

TYPE II 

A B

TYPE II 

A B

TYPE IV 

HT

TYPE V 

A B

3

3

0

2

1 1/2

2

2

23

0

2

1 

0

1

1 

0

0

0

0

1

0

0

SEE 
SECTION 
602.4.6

HT

0

0

0

1

1 0 HT 1 0

1
1

0
0

1
2

0
2

1/HT
2

1
1

0
0

1/HT1 0 1 01 0

TABLE 601 FIRE-RESISTANCE RATING REQUIREMENT FOR BUILDING ELEMENTS

TABLE 803.9 INTERIOR WALL AND CEILING FINISH BY OCCUPANCY

GROUP

SPRINKLERED

EXIT ENCLOSURES AND 
EXIT PASSAGEWAYS

BA-1 & A-2

A-3, A-4, A-5

B,E,M,R-1 

F

R-4

H

NONSPRINKLERED

CORRIDORS
ROOMS AND 

ENCLOSED SPACES 
EXIT ENCLOSURES AND 

EXIT PASSAGEWAYS CORRIDORS
ROOMS AND 

ENCLOSED SPACES 

I-1

I-2

1-3

1-4

S

R-3

R-2

U

B

B

B

C

B

B

B

A

B

C

C

C

NO RESTRICTIONS

B

B

C

C

C

B

C

B

A

B

C

C

C

C

C

C

C

C

C

C

B

C

B

C

C

C

A

A

A

A

B

A

A

A

A

A

B

C

B

A

A

B

B

C

A

A

A

A

A

B

C

B

B

C

C

B

C

B

B

B

B

B

C

C

C

NO RESTRICTIONS

CLASS A: FLAME SPREAD INDEX 0-25; SMOKE DEVELOPED INDEX 0-450

CLASS B: FLAME SPREAD INDEX 26-75; SMOKE DEVELOPED INDEX 0-450

CLASS C: FLAME SPREAD INDEX 75-200; SMOKE DEVELOPED INDEX 0-450

PROVIDED:

1

OCCUPANCY DESCRIPTION

WATER CLOSETS 
(URINALS SEE SECTION 419.2 OF THE 
INTERNATIONAL PLUMBING CODE)NO. CLASSIFICATION

MALE FEMALE

LAVATORIES

MALE FEMALE

DRINKING FOUNTAINS
(SEE SECTION 410.1 OF THE 

INTERNATIONAL PLUMBING CODE)

OTHER

ASSEMBLY A-2

RESTAURANTS, BANQUET HALLS 
AND FOOD COURTS

REQUIRED:

2 BBUSINESS

NIGHTCLUBS, BARS,TAVERNS, DANCE 
HALLS AND BUILDINGS FOR SIMILAR 
PURPOSE

1

3

4

5

5

6

7

ASSEMBLY A-2

EDUCATIONAL

FACTORY AND 
INSTUSTRIAL

INSTITUTIONAL

INSTITUTIONAL

MERCANTILE

RESIDENTIAL

E

F-1, F-2

I-1

1-2

M

R-1

COLISEUMS, ARENAS, SKATING 
RINKS, POOLS AND TENNIS COURTS 
FOR INDOOR SPORTING EVENTS AND 
ACTIVITIES.

A-41 ASSEMBLY
1 PER 75 FOR THE FIRST 1500 

AND 1 PER 120 FOR THE 
REMAINDER EXCEEDING 1500

1 PER 
200

1 PER 
150

1 PER 1000
1 SERVICE 

SINK

1

2

1 1 1

PROVIDED IN EXISTING BUILDING2 2 2

BUILDINGS FOR THE TRANSACTION 
OF BUSINESS, PROFESSIONAL 
SERVICES, OTHER SERVICES 
INVOLVING MERCHANDISE, OFFICE 
BUILDINGS, BANKS,LIGHT 
INDUSTRIAL AND SIMILAR USES

EDUCATIONAL FACILITIES

STRUCTURES IN WHICH OCCUPENTS 
ARE ENGAGED IN WORK 
FABRICATING, ASSEMBLY OR 
PROCESSING OF PRODUCTS OR 
MATERIALS

RESIDENTIAL CARE

HOSPITAL, AMBULATORY NURSING 
HOME PATIENTS

RETAIL STORE,SERVICE STATIONS, 
SHOPS, SALESROOMS, MARKETS 
AND SHOPPING

HOTEL, MOTELS, BOARDING HOUSES 
(TRANSIENT)

1 PER 25 FOR THE FIRST 50 AND 
1 PER 50 FOR THE REMAINDER 

EXCEEDING 50

1 PER 40 FOR THE 
FIRST 80 AND 1 PER 

80 FOR THE 
REMAINDER 

EXCEEDING 80

1 PER 100
1 SERVICE 

SINK

1 SERVICE 
SINK

1 SERVICE 
SINK

1 PER 40 1 PER 40

1 PER 75 1 PER 75

1 PER 75

1 PER 200

1 PER 500

1 PER 500

1 PER 50 1 PER 50
1 SERVICE 

SINK
1 PER 1000

1 PER 100 1 PER 100 SEE SECTION 411 OF THE 
INTERNATIONAL PLUMBING CODE

BATHTUBS/SHOWERS

1 PER 400 1 SERVICE 
SINK

1 PER 10

1 PER ROOM

1 PER 500

1 PER SLEEPING UNIT

1 PER 10 1 PER 8 1 PER 100 1 SERVICE 
SINK

1 SERVICE 
SINK

1 SERVICE 
SINK

1 SERVICE 
SINK

1 PER ROOM
1 PER 15

1 PER 100

1 PER 750 1 PER 1000

1 PER SLEEPING UNIT 1 PER SLEEPING UNIT ---------

[P] TABLE 2902.1 MINUMUM NUMBER OF REQUIRED PLUMBING FIXTURES

PROVIDED IN EXISTING BUILDING
DATEREVISION#

I hereby certify that this plan, specification, or 
report was prepared by me or under my direct 
supervision and that I am a duly Licensed 
Architect under the laws of the State of 
Minnesota.

ISSUED:

PROJECT NUMBER:

PRINTED:

© 2020 Nor-Son, Inc. All rights reserved.

12/13/2022 10:14:09 AM
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NUMBER SHEET NAME  ISSUE DATE

REVISION

DATE DESCRIPTION .

G000 TITLE SHEET 12/07/2022

G001 GENERAL INFORMATION & BUILDING SYSTEMS 12/07/2022

G002 ACCESSIBILITY STANDARDS 12/07/2022

G003 FIRE / LIFE SAFETY PLAN 12/07/2022

C1.0 PLAN LEGEND & DETAILS 12/02/2022

C2.0 EXISTING CONDITIONS & REMOVALS 12/02/2022

C3.0 SITE & GRADING PLAN 12/02/2022

S001 STRUCTURAL NOTES 11/18/2022

S002 SPECIAL INSPECTIONS 11/18/2022

S101 FOUNDATION PLAN 11/18/2022

S201 ROOF FRAMING PLAN 11/18/2022

S301 FOUNDATION DETAILS 11/18/2022

S401 FRAMING DETAILS 11/18/2022

D110 VESTIBULE DEMO PLAN 12/07/2022

A100 OVERALL KEY PLAN 12/07/2022

A101 DCD ROOM FLOOR PLANS 12/07/2022

A103 NURSE STATION FLOOR PLAN 12/07/2022

A300 BUILDING ELEVATIONS 12/07/2022

A310 BUILDING SECTIONS 12/07/2022

A490 EXTERIOR DETAILS 12/07/2022

A600 DOOR SCHEDULE & ELEVATIONS 12/07/2022

A701 DCD INTERIOR ELEVATIONS 12/07/2022

A702 NURSE STATION INTERIOR ELEVATIONS 12/07/2022

A810 REFLECTED CEILING PLAN 12/07/2022

MEP100 EQUIPMENT SCHEDULE 11/29/2022

MEP200 NURSE STATION MECHANICAL, ELECTRICAL, PLUMBING ROOF PLAN 11/29/2022

MP000 DCD ROOM MECHANICAL DEMOLITION 11/29/2022

MP001 NURSE STATION MECHANICAL DEMOLITION PLAN 11/29/2022

P100 DCD ROOM PLUMBING PLANS 11/29/2022

P101 NURSE STATION PLUMBING PLANS 11/29/2022

P102 NURSE STATION RISER PLANS 11/29/2022

P103 PLUMBING REFERENCE PLAN ( GAS SERVICE LOCATION) 11/29/2022

P104 PLUMBING REFERENCE PLAN (WATER PIPING) 11/29/2022

M100 DCD ROOM HVAC & PIPING PLAN 11/29/2022

M101 NURSE STATION HVAC & PIPING PLAN 11/29/2022

M102 NURSE STATION MECHANICAL DETAILS 11/29/2022

E000 DCD ROOM ELECTRICAL DEMOLITION PLAN 11/29/2022

E001 NURSE STATION ELECTRICAL DEMOLITION PLAN 11/29/2022

E100 DCD ROOM ELECTRICAL PLAN 11/29/2022

E101 NURSE STATION HVAC & PIPING PLAN 11/29/2022

E102 NURSE STATION MECHANICAL DETAILS 11/29/2022

E103 ELECTRICAL REFERENCE PLAN ( ELECTRICAL SERVICE LOCATION) 11/29/2022

401 MURRAY AVE
PINE RIVER, MN 56474

PINE RIVER BACKUS SCHOOL

#
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BAXTER, MN 56425
PHONE: 218-828-1722

CONTACT:  ERIC LARSON

NOR-SON, INC.

ARCHITECT

1120 INDUSTRIAL PARK ROAD
BRAINERD, MN 56401
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CONTACT: TONY POHL, PE
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OPEN

ALIGN

A400

A202

A400

A400

A400

A400

A400

W22

E
A1

W

S

A1

N

A1

A1

A1

A1

A1

3

ROOM

101

101A

T. MASONRY

114'-0"

VERTICAL HEIGHT
IDENTIFIER

9A WALL TYPES

ENLARGED PLAN

EXTERIOR
ELEVATIONS

INTERIOR
ELEVATIONS

REVISION TAG
WITH CLOUD

DETAIL CUT

DETAIL AREA

WALL SECTION CUT

BUILDING SECTION CUT

ROOM NAME
ROOM NUMBER

ROOM OPENING
NUMBER

WINDOW TYPE

NEW DOOR

SYMBOLS LEGENDMATERIAL LEGEND

ALIGN SYMBOL

BREAK LINE

OPENING

GROUT

PRECAST CONCRETE

STONE

ACOUSTIC MATERIAL

BRICK VENEER

EARTH

C.I.P. CONCRETE OR

CONCRETE MASONRY UNIT

GRANULAR FILL

EXISTING

GYPSUM WALL BOARD (GWB)

PLYWOOD

METAL

INSULATION - RIGID

WOOD - FINISH

WOOD - ROUGH

INSULATION - BATT

INSULATION - BLOWN IN BATT (BIBS)

INSULATION- BLOWN

ALUMINUM

ORIENTED STRAND BOARD (OSB)

ROOF SYSTEMSEXTERIOR WALL ABOVE GRADE SYSTEMS

ROOF SYSTEM - LOW SLOPE, MEMBRANE ROOFING

ADHERED EPDM ROOFING SYSTEM

SLOPED INSUL. (AVG. R-35)

WATERPROOF UNDERLAYMENT

GA RC 2601
1 HR FIRE RATED

3 5/8"4"7 5/8"

INTERIOR EXTERIOR

FLOOR SYSTEMS

SLAB ON GRADE

4
"

4
"

COMPACTED EARTH

4" GRANULAR FILL

UNDERSLAB VAPOR RETARDER

4" CONC. SLAB (SEE STRUCT.)

EXTERIOR WALL BELOW GRADE SYSTEMS

TYPICAL AT PERIMETER (EXTERIOR) WALLS

7 5/8"7 5/8"

INTERIOR EXTERIOR

FOOTING (SEE STRUCT.)

FOUNDATION (SEE STRUCT.)

BRICK, MATCH EXISTING

3" RIGID INSULATION

AIRSPACE

FLUID APPLIED WEATHER BARRIER

8" REINFORCED CMU BLOCK

METAL BAR JOIST

PARTITION TYPES SYMBOL LEGEND:

A3

PARTITION TYPE SYMBOL
TYPE SERIES
THICKNESS DESIGNATOR

HEIGHT

X

GENERAL INTERIOR PARTITION NOTES

1. PARTITIONS TO EXTEND TO UNDERSIDE OF ROOF STRUCTURE UNLESS NOTED OTHERWISE.
2. EXTEND FIRE RATED WALLS TO BOTTOM OF STRUCTURE W/ FIRE SEALANT & FIRE CAULKING AS REQUIRED.
3. PROVIDE MOISTURE RESISTANT (OR TILE BACKER BOARD AT WALL TILE LOCATIONS) IN LIEU OF STANDARD 

GYPSUM BOARD AT RESTROOMS AND/OR CUSTODIAL AREAS.

INTERIOR PARTITION SYSTEMS:

C SERIES PARTITION

INTERIOR WALL

8" REINFORCED CMU BLOCK

7 5/8"
C 8" CMU 

F SERIES PARTITION

F2 2" METAL STUD FURRING WALL 

2" METAL STUD

F4 3 5/8" METAL STUD FURRING WALL

2 5/8" TYP

4 1/4" TYP

TILE BACKER BOARD

R SERIES PARTITION

INTERIOR WALL

8" REINFORCED CMU BLOCK

7 5/8"
R 8" CMU 

2 HOUR FIRE RATING
IBC TABLE 722.3.2 MIN. EQUIVALENT THICKNESS OF CONCRETE MASONRY WALLS 
(2 HOUR FIRE-RESISTANCE RATING)
PUMICE OR EXPANDED SLAG = 3.2
EXPANDED SHALE, CLAY OR SLATE = 3.6
LIMESTONE, CINDERS OR UNEXPANDED SLAG = 4.0
(EQUIVALENT THICKNESS OF 8" CMU = 4.0)

5' - 4"

4'
 - 

0"

4" 3' - 0" 2' - 0"

6' - 8"

4'
 - 

0"

4" 6' - 0" 4"

MINIMUM STOOP DIMENSIONS

*PROVIDE MIN. STOOP SIZES UNLESS SHOWN OTHERWISE ON PLANS.

DATEREVISION#

I hereby certify that this plan, specification, or 
report was prepared by me or under my direct 
supervision and that I am a duly Licensed 
Architect under the laws of the State of 
Minnesota.
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# POUND OR NUMBER

& AND

(E) EXISTING

@ AT

L ANGLE

° DIAMETER OR ROUND

AB ANCHOR BOLTS

ACS PNL ACCESS PANEL

ACST ACOUSTIC(AL)

ACT ACOUSTICAL CEILING TILE

ADJ ADJUSTABLE

AFF ABOVE FINISH FLOOR

ALT ALTERNATE

ALUM ALUMINUM

ANOD ANODIZE(D)

APPROX APPROXIMATE

ARCH ARCHITECTURAL

AV AUDIO VISUAL

BB BULLETIN BOARD

BBM BOND BEAM

BD BOARD

BFE BOTTOM FOOTING ELEVATION

BIBS BLOWN-IN BATT INSULATION SYSTEM

BITUM BITUMINOUS

BLDG BUILDING

BLKG BLOCKING

BM BEAM

BOT BOTTOM

BR C BRICK COURSE

BR L BRICK LEDGE

BRG BEARING

BRK BRICK

BSMT BASEMENT

BUR BUILT-UP ROOF(ING)

CAB CABINET

CBD CORKBOARD

CG CORNER GUARD

CH COAT HOOK

CI CAST IRON

CJ CONTROL JOINT

CL CENTER LINE

CLG CEILING

CLO CLOSET

CLR CLEAR

CMU CONCRETE MASONRY UNIT

CNTR COUNTER

CO CASED OPENING

COL COLUMN

CONC CONCRETE

CONN CONNECTION

CONSTR CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

CORR CORRIDOR

CPT CARPET

CS COURSE

CSWK CASEWORK

CT CERAMIC TILE

CTR CENTER

DBL DOUBLE

DEPT DEPARTMENT

DET DETAIL

DF DRINKING FOUNTAIN

DIA DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DISP DISPENSER

DN DOWN

DR DOOR

DS DOWNSPOUT

DW DISHWASHER

DWG DRAWING

DWR DRAWER

E EAST

EA EACH

EIFS EXTERIOR INSULATION FINISH SYSTEM

EJ EXPANSION JOINT

EL ELEVATION (HEIGHT)

ELEC ELECTRICAL

ELEV ELEVATOR

EMER EMERGENCY

ENTR ENTRANCE

EPDM ETHYLENE PROPYLENE DIENE MONOMER

EPT EPOXY PAINT

EQ EQUAL

EQUIP EQUIPMENT

EWC ELECTRIC WATER COOLER

EXIST EXISTING

EXP EXPOSED

EXT EXTERIOR

FC BRK FACE BRICK

FD FLOOR DRAIN

FDN FOUNDATION

FE FIRE EXTINGUISHER

FFE FINISHED FLOOR ELEVATION

FG FIBERGLASS

FHC FIRE HOSE CABINET

FIN FINISH

FIXT FIXTURE

FLASH FLASHING

FLG FLOORING

FLR FLOOR

FLUOR FLUORESCENT

FOC FACE OF CONCRETE

FOF FACE OF FINISH

FOS FACE OF STUD

FR FRAME

FRMG FRAMING

FRNT FRONT

FT FOOT OR FEET

FTG FOOTING

FURG FURRING

FUT FUTURE

GA GAGE

GALV GALVANIZED

GB GRAB BAR

GC GENERAL CONTRACTOR

GEN GENERAL

GL GLASS

GL BLK GLASS BLOCK

GLU LAM GLUE LAMINATED

GLZ GLAZING

GR GRADE

GWB GYPSUM WALL BOARD

GYP GYPUSM

HB HOSE BIB

HC HOSE CABINET

HCP HANDICAPPED

HD HAND DRYER

HDBD HARDBOARD

HDW HARDWARE

HDWD HARDWOOD

HGT HEIGHT

HM HOLLOW METAL

HMTB HOLLOW METAL THERMALLY BROKEN

HORIZ HORIZONTAL

HR HOUR

HVAC HEATING, VENTILATING, & AIR CONDITIONING

ID INSIDE DIAMETER (DIM)

IHM INSULATED HOLLOW METAL

IN INCH

INS INSIDE

INSUL INSULATION

INT INTERIOR

JAN JANITOR

JST JOIST

JT JOINT

KD KNOCK DOWN

KIT KITCHEN

KP KICK PLATE

LAB LABORATORY

LAM LAMINATE

LAV LAVATORY

LBS POUNDS

LH LEFT HAND

LKR LOCKER

LT LIGHT

LVR LOUVER

M/S MIRROR WITH SHELF

MACH MACHINE

MAS MASONRY

MAX MAXIMUM

MBD MARKER BOARD

MBH MOP & BROOM HOLDER

MC MEDICINE CABINET

MDF MEDIUM DENSITY FIBERBOARD

MECH MECHANICAL

MEMB MEMBRANE

MET METAL

MFR MANUFACTURER

MH MANHOLE

MIN MINIMUM

MIRR MIRROR

MISC MISCELLANEOUS

ML MICROLAM

MO MASONRY OPENING

MTG MOUNTING

MULL MULLION

N NORTH

NE NORTH EAST

NIC NOT IN CONTRACT

NO NUMBER

NOM NOMINAL

NTS NOT TO SCALE

NW NORTH WEST

OA OVERALL

OC ON CENTER

OD OUTSIDE DIAMETER (DIM)

OF OUTSIDE FACE

OFF OFFICE

OH OVERHEAD

OPNG OPENING

OPP OPENING

PCC PRECAST CONCRETE

PERF PERFORATED

PL PLATE

PLAM PLASTIC LAMINATE

PLAS PLASTER

PLYWD PLYWOOD

PNL PANEL

PR PAIR

PREFIN PREFINISHED

PT PAINT

PTD PAPER TOWEL DISPENSER

PTDR PAPER TOWEL DISPENSER & RECEPTACLE (COMBINATION)

PTN PARTITION

PTR PAPER TOWEL RECEPTACLE

QT QUARRY TILE

R RADIUS

RB RUBBER BASE

RB HK ROBE HOOK

RC RESILIENT CHANNEL

RCP REFLECTED CEILING PLAN

RD ROOF DRAIN

REC RECESSED

REF REFERENCE

REF REFRIGERATOR

REG REGISTER

REINF REINFORCED

REQD REQUIRE(D)

RET RETURN

REV REVISED (REVISIONS)

RH RIGHT HAND

RM ROOM

RO ROUGH OPENING

RT RUBBER TILE OR TREAD

RV ROOF VENT

RWD REDWOOD

RWL RAINWATER LEADER

RWO RAINWATER OVERFLOW

S SOUTH

SAB SOUND ATTENUATION BATTS

SCD SEAT COVER DISPENSER

SCHED SCHEDULE

SD SOAP DISPENSER

SE SOUTH EAST

SECT SECTION

SF SQUARE FOOT (FEET)

SHR SHOWER

SHT SHEET

SHTG SHEATHING

SHV SHELVING

SIM SIMILAR

SLNT SEALANT

SLR SEALER

SND SANITARY NAPKIN DISPENSER

SNDU SANITARY NAPKIN DISPOSAL UNIT

SPEC SPECIFICATION

SQ SQUARE

SS SERVICE SINK

SST STAINLESS STEEL

STA STATION

STD STANDARD

STL STEEL

STOR STORAGE

STRUCT STRUCTURAL

SUSP SUSPENDED

SW SOUTH WEST

SYMM SYMMETRICAL

T TREAD

T&B TOP AND BOTTOM

T&G TONGUE AND GROOVE

TB TOWEL BAR

TD TOWEL DISPENSER

TEL TELEPHONE

TER TERRAZZO

THK THICKNESS

THRES THRESHOLD

TK BD TACK BOARD

TLT PTN TOILET PARTITION

TOBRK TOP OF BRICK

TOC TOP OF CURB

TOCMU TOP OF CMU

TOF TOP OF FOOTING

TOM TOP OF MASONRY

TOS TOP OF SLAB

TOW TOP OF WALL

TPD TOILET PAPER DISPENSER

TPH TOILET PAPER HOLDER

TR TRANSMITTER

TS TUBE STEEL

TV TELEVISION

TYP TYPICAL

UL UNDERWRITERS LABORATORIES

UNF UNFINISHED

UON UNLESS OTHERWISE NOTED

VAC VACUUM

VAR VARIES

VB VAPOR BARRIER

VB VINYL BASE

VCT VINYL COMPOSITION TILE

VENT VENTILATOR

VERT VERTICAL

VEST VESTIBULE

VIN VINYL

VRFY VERIFY

VWC VINYL WALL COVERING

VWF VINYL WALL FABRIC

W WEST

W/ WITH

W/IN WITHIN

W/OUT WITHOUT

WBD WALLBOARD

WC WATER CLOSET

WD WOOD

WDW WINDOW

WFAB WALL FABRIC

WH WARNOCK HERSEY

WPM WATERPROOF MEMBRANE

WR WATER RESISTANT

WRB WEATHER RESISTIVE BARRIER

WS WEATHERSTRIP

WSCT WAINSCOT

XPS EXTRUDED POLYSTYRENE

YD YARD
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FEC

STAIR RAILRAMP RAIL

CLOCK ELEVATOR
CONTROLS

RECESSED
FIREMOUNTED

BRACKET

(FEC)
CABINET

EXTINGUISHER

(FE)

FIRE
EXTINGUISHER

SOAP
DISPENSERTOWEL

PAPERPAPER
TOWEL

(SD)
(PTD)

(PTDR)

DISPENSER

HAND / HAIR
DRYER

(HD)

FULLYSEMI
RECESSED

FOUNTAIN
DRINKING

RECESSED
DRINKING
FOUNTAIN

SANITARY
NAPKIN

MIRROR
(MIRR) FULL

MIRROR

(SND)
DISPENSER

(MIRR)
LENGTH

MARKER
CLIP
MOP

BOARD (MBD)

TACK

CHALK

(MCS)
STRIP

BOARD (CH BD)

BOARD (TK BD)

URINAL
TYPICAL

RECEPTICLE
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DISPENSER

ROBE
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(CH)
HOOK
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WR
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FOR FOUNTAIN TYPE.
SEE MECHANICAL DRAWINGS
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GENERAL NOTES:

(1)   THIS DRAWING CONTAINS STANDARD SYMBOLS.  NOT ALL ITEMS 
APPEAR IN THESE DRAWINGS.

(2)   PROVIDE WOOD BLOCKING  FOR MOUNTING OF WALL 
ATTACHED ITEMS INCLUDING, BUT NOT LIMITED TO :

          -  GRAB BARS

          -  CABINETS / SHELVING

          -  TOILET PARTITIONS

          -  ACCESSORIES

          -  DOOR BUMPER STOPS

(3)   FOLLOW STANDARD MOUNTING HEIGHTS UNLESS OTHERWISE INDICATED

-  ROD AND SHELF LOCATIONS.  
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DOpening Side Approach

B
Wheel Chair size of 

Turning Space

F

Door way Front Approach 
Push Side

(with latch or closer)

G Door way Front Approach
Push Side

(without latch or closer)

HDoor way Hinge Approach
Pull Side

I Door way Hinge Approach
Pull Side

JDoor way Hinge Approach 
Push Side

(with latch or closer)

60" Min.

1
8

" 
M

in
.

3
6

" 
- 

3
2

" 
M

in
.

48" Min.

1
2

" 
M

in
.

3
6

" 
- 

3
2

" 
M

in
.

60" M
in

.

48" Min.

3
6

" 
M

in
.

42" Min.

3
6

" 
- 

3
2

" 
M

in
.

48" Min.

3
6

" 
- 

3
2

" 
M

in
.

6
0

" 
M

in
.

36" Min.36" - 32" Min.

5
4

" 
M

in
.

42" Min.36" - 32" Min.

4
8

" 
M

in
.

12" Min.

36" - 32" Min.

22" Min.

3
2

" 
M

in
.

3
6

" 
M

in
.

3
2

" 
M

in
.

24" Max. 48" Max. 24" Max.

K Door way Hinge Approach 
Push Side

(without latch or closer)

LDoor way Latch Approach 
Pull Side

(with latch or closer)

M Door way Latch Approach 
Pull Side

(without latch or closer)

NDoor way Latch Approach 
Push Side

(with latch or closer)

O Door way Latch Approach 
Push Side

(without latch or closer)

PClear Floor Space

Q Size of Turning Space
(T-Shape)

RSliding and Folding Doors
(Front Approach)

S Sliding and Folding Doors
(Non Latch Side Approach)

TSliding and Folding 
Doors

(Latch Side Approach)

4
2

" 
M

in
.

36" - 32" Min.

5
4

" 
M

in
.

24" Min.36" - 32" Min.
22" Min.

24" Min.36" - 32" Min.

4
8

" 
M

in
.

24" Min.

4
8

" 
M

in
.

36" - 32" Min.

24" Min.

4
2

" 
M

in
.

36" - 32" Min. 30" Min.

4
8

" 
M

in
.

6
0

"

36" 24"

1
2

"
3

6
"

1
2

"
4

2
" 

M
in

.

48" Min.

22" Min.

4
2

" 
M

in
.

24" Min.

Accessiblity Symbols 
(Elevation View)

Vb Obstructed High Forward 
Reach(b)

U Knee / Toe Clearance

WUnobstructed Forward Reach

VaObstructed High Forward 
Reach(a)

Xa Obstructed High Side Reach(a) XbObstructed High Side Reach(b)

Y Unobstructed Side Reach

4
8

" 
M

a
x

.

20" Max.

M
in

.

1
5

" 4
8

" 
M

a
x

.

2
7

" 
M

in
.

8" Min.

M
in

.

9
"

11" Min. 6" Max.

>20" - 25"

4
4

" 
M

a
x

.

10" Max.

3
4

" 
M

ii
n

.

4
8

" 
M

a
x

.

>10" - 24"

3
4

" 
M

ii
n

.

4
6

" 
M

a
x

.

10" Max.

M
in

.

1
5

" 4
8

" 
M

a
x

.

1
 1

/2
"

1
 1

/2
"

1/
4"

DATEREVISION#

I hereby certify that this plan, specification, or 
report was prepared by me or under my direct 
supervision and that I am a duly Licensed 
Architect under the laws of the State of 
Minnesota.

ISSUED:

PROJECT NUMBER:

PRINTED:

© 2020 Nor-Son, Inc. All rights reserved.

12/13/2022 10:15:37 AM

ACCESSIBILITY

STANDARDS

G002

P
IN

E 
R
IV

ER
, 
M

N

P
IN

E 
R
IV

ER
 B

A
C

K
U

S
 S

C
H

O
O

LS
 -

A
D

D
IT

IO
N

 &
 R

EM
O

D
EL

PERMIT SET

12/07/2022

3940

LIC# 47862

ERIC LARSON

12/07/2022

HANDRAIL EXTENSION RETURN TO WALL



LIFE SAFETY PLAN LEGEND:

FEC

EXIT DISCHARGE

EXIT ACCESS TRAVEL PATH

FIRE EXTINGUISHER - VFY TYPE
10 POUND, MULTI-PURPOSE DRY CHEMICAL 
UL 4A-80B:C

MAX. COMMON PATH OF EXIT TRAVEL: 75 FEET: IBC TABLE 1014.3
EXIT ACCESS TRAVEL DISTANCE: 250 FEET, MAXIMUM: IBC TABLE 1016.2

EXIT SIGNEXIT

51' - 0" EXIT TRAVEL DISTANCE
64' - 0" EXIT TRAVEL DISTANCE

FEC

STORAGE

106

1 OCC.

300 SF P.O.

2 BAY

105

2 OCC.

150 SF P.O.

OFFICE

104

2 OCC.

150 SF P.O.

OFFICE

103

1 OCC.

150 SF P.O.

OFFICE

102

1 OCC.

150 SF P.O.

VESTIBULE

100

WAITING ROOM

114

6 OCC.

15 SF P.O.

HALL

101

SICK WAITING ROOM

111

7 OCC.

15 SF P.O.

STAFF

RESTROOM

112

RESTROOM

113

1 BAY

110

1 OCC.

150 SF P.O.

1 BAY
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1 OCC.

150 SF P.O.

RESTROOM
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RESTROOM
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EXISTING 2 HOUR RATED 
AREA SEPARATION W/ 90 
MIN OPENING

90 MIN 
DOOR

90 MIN 
DOOR

2-HOUR FIRE-RESISTANCE 
RATING WALL

NURSE STATION

DCD ROOM

AREA A

AREA B

AREA C
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AREA E

EXISTING 2-HOUR
RATED FIRE WALL

EXISTING 1-HOUR RATED 
AREA SEPARATION W/ 20 
MIN OPENINGS

EXISTING 2 HOUR RATED 
AREA SEPARATION W/ 90 
MIN OPENING

EXISTING 2 HOUR 
RATED AREA 
SEPARATION W/ 90 
MIN OPENING
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CODE INFORMATION

AUTHORITY HAVING JURISDICTION: STATE OF MINNESOTA

GOVERNING CODES: 

2020 MINNESOTA STATE BUILDING CODE
• 2018 INTERNATIONAL BUILDING CODE (IBC)
• 2015 MINNESOTA ACCESSIBILITY CODE
• 2012 IBC - CHAPTER 11 W/ MN AMENDMENTS
• 2009 ICC/ANSI A117.1 W/  MN AMENDMENTS
• 2011 NATIONAL ELECTRICAL CODE
• 2015 MN MECHANICAL AND FUEL GAS CODES 
• 2020 MN STATE FIRE CODE
• 2020 MN CONSERVATION CODE 
• 2012 MN PLUMBING CODE 
• 2020 MN COMMERCIAL ENERGY CODE 
COMPLIANCE WITH APPLICABLE CODES IS REQUIRED.  NOTHING IN THESE DOCUMENTS IS 
INTENDED TO RUN CONTRARY TO THE APPLICABLE CODES OR OTHER REQUIREMENTS OF 
AUTHORITIES HAVING JURISDICTION.  ALL REFERENCED CODES ARE THE MOST RECENT EDITIONS 
ADOPTED.  LOCAL, COUNTY, STATE, AND FEDERAL CODES, ORDINANCES, LAWS, REGULATIONS, 
AND RESTRICTIVE COVENANTS SHALL GOVERN THE WORK.

TYPE OF CONSTRUCTION: 
TYPE 11B, FULLY SPRINKLERED

OCCUPANCY CLASSIFICATION:
E (EDUCATIONAL), PER SECTION 305.2 AND SECTION 308.5.1.3

OCCUPANT LOAD PER BUILDING CODE:
TABLE 1004.5

OCCUPANT LOAD: 22

FIRE PROTECTION
PER MINNESOTA ADMINISTRATIVE RULES 1306.0030: GROUP E
OCCUPANCIES WITH 2,000 OR MORE GROSS SQUARE FEET OF FLOOR AREA AND/OR WITH AN 
OCCUPANT LOAD OF 30 OR MORE ARE REQUIRED TO HAVE FIRE SUPPRESSION

AUTOMATIC SPRINKLERS PER SECTION 903.3.1.1, FIRE ALARM WITH EMERGENCY VOICE/ALARM 
COMMUNICATION PER SECTION 907.2.3 & CARBON MONOXIDE DETECTION PER SECTION 915.1.4

CORRIDOR FIRE RESISTANCE RATING:
NOT REQUIRED IN USED GROUP E WHERE EACH CLASSROOM HAS A DOOR OPENING DIRECTLY 
TO THE EXTERIOR, SECTION 1020.1 EX 1

PLUMBING FIXTURE REQUIREMENTS: 

ADULT RESTROOMS
WATER CLOSETS = 1 PER 50 OCCUPANTS (TABLE 2902.1, NO. 3)
REQUIRED:   22/50 =  0 .44 PROVIDED:  4 WATER CLOSETS
LAVATORIES = 1 PER 50 OCCUPANTS (TABLE 2901.2, NO. 3)
REQUIRED: 22/50  = 0.44

PROVIDED:  4 LAVATORIES

DRINKING FOUNTAINS: 1 PER 100 OCCUPANTS ( TABLE 2902.1, NO.3)
REQUIRED 22/100 = .22= 1 PROVIDED: 0 (PROVIDED IN EXISTING BUILDING)

EGRESS WIDTH
TOTAL OCCUPANT LOAD: 22 OCCUPANTS  (22 * .2 = 4.4 INCHES)
REQUIRED EGRESS WIDTHS: 2.2 INCHES
EGRESS WIDTH PROVIDED: 52 INCHES 

MINIMUM WIDTH OF ONE EXIT IS 36" (1005.3.2)

EXIT ACCESS TRAVEL DISTANCE
MAXIMUM LENGTH (TABLE 1017.2): 250 FT

BUILDING ENVELOPE ENERGY REQUIREMENTS
CLIMATE ZONE 7

ROOF ASSEMBLY: U 0.021
ABOVE GRADE WALLS: WOOD FRAME = U 0.051
SLAB ON GRADE FLOORS: UNHEATED = F.054
OPAQUE DOORS (SWINGING): U-0.37

SHGC
PF = 0.26
SEW ORIENTATION = 0.48
N ORIENTATION = 0.58

MAX AIR LEAKAGE RATE (CFM/FT(2))
WINDOWS = 0.20
SWINGING DOORS = 0.20

STOREFRONT GLAZING = 0.06
COMMERCIAL GLAZES SWINGING ENTRANCE DOORS = 1.00

3/16" = 1'-0"G003

1 FIRE/LIFE SAFETY PLAN

1" = 60'-0"G003

2 AREA SEPERATION LEGEND

AREA A
       OCCUPANCY: E EDUCATIONAL (1 STOREY BUILDING)
       CONSTRUCTION TYPE: TYPE II-B, FULLY SPRINKLED
       ALLOWABLE HEIGHT IN FEET: 75 (TABLE 504.3)
       ACTUAL HEIGHT: 15' +/-
       ALLOWABLE AREA: 63,075 SF
                    WHERE: If=(F/P-0.25)W/30
                                   F=282 ft
                                   P=469 ft
                                   If=[(282/469)-0.25]30/30
                                   If=(0.60-0.25)30/30
                                   If=0.35 allowable increase
                       
                    Aa=At + (NS x If)
                    Aa= 58,000 + (14,500 x 0.35)
                    Aa= 63,075
       ACTUAL AREA: 8,775 SF 

AREA B
       OCCUPANCY: E EDUCATIONAL (1 STOREY BUILDING)
       CONSTRUCTION TYPE: TYPE II-B, FULLY SPRINKLED
       ALLOWABLE HEIGHT IN FEET: 75 (TABLE 504.3)
       ACTUAL HEIGHT: 24' +/-
       ALLOWABLE AREA: 67,715 SF
                      WHERE: If=(F/P-0.25)W/30
                                   F=1006 ft
                                   P=1194 ft
                                   If=[(1006/1194)-0.25]30/30
                                   If=(0.92-0.25)30/30
                                   If=0.67 allowable increase
                       
                    Aa=At + (NS x If)
                    Aa= 58,000 + (14,500 x 0.67)
                    Aa= 67,715
       ACTUAL AREA: 66,610 SF

AREA C
       OCCUPANCY: E EDUCATIONAL; A-3 ASSEMBLY (1 STOREY BUILDING)
       CONSTRUCTION TYPE: TYPE II-B, FULLY SPRINKLED
       ALLOWABLE HEIGHT IN FEET: 75 (TABLE 504.3)
       ACTUAL HEIGHT: 15' +/-
       ALLOWABLE AREA: 44,270 SF 
                      WHERE: If=(F/P-0.25)W/30
                                   F=1034 ft
                                   P=1140 ft
                                   If=[(1034/1140)-0.25]30/30
                                   If=(0.907-0.25)30/30
                                   If=0.66 allowable increase
                       
                    Aa=At + (NS x If)
                    Aa= 38,000 + (9,500 x 0.66)
                    Aa= 44,270
       ACTUAL AREA: 43,909 SF (41,776 EXISTING + 2,133 ADDITION)

AREA D
       OCCUPANCY: E EDUCATIONAL; A-3 ASSEMBLY (1 STOREY BUILDING)
       CONSTRUCTION TYPE: TYPE II-B, FULLY SPRINKLED
       ALLOWABLE HEIGHT IN FEET: 75 (TABLE 504.3)
       ACTUAL HEIGHT: 21' +/-
       ALLOWABLE AREA: 41,752 SF
                      WHERE: If=(F/P-0.25)W/30
                                   F=396.5 ft
                                   P=614 ft
                                   If=[(396.5/614)-0.25]30/30
                                   If=(0.645-0.25)30/30
                                   If=0.395 allowable increase
                       
                    Aa=At + (NS x If)
                    Aa= 38,000 + (9,500 x 0.395)
                    Aa= 41,752   
       ACTUAL AREA: 21,096 SF

AREA E
       OCCUPANCY: E EDUCATIONAL (1 STOREY BUILDING)
       CONSTRUCTION TYPE: TYPE II-B, FULLY SPRINKLED
       ALLOWABLE HEIGHT IN FEET: 75 (TABLE 504.3)
       ACTUAL HEIGHT: 21' +/-
       ALLOWABLE AREA: 66,700 SF
                      WHERE: If=(F/P-0.25)W/30
                                   F=665 ft
                                   P=779 ft
                                   If=[(665/779)-0.25]30/30
                                   If=(0.85-0.25)30/30
                                   If=0.6 allowable increase
                       
                    Aa=At + (NS x If)
                    Aa= 58,000 + (14,500 x 0.6)
                    Aa= 66,700   P
       ACTUAL AREA: 32,203 SF
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(TO REMAIN)

DEMOLITION LEGEND:
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DEMOLITION - CEILING FINISH

DEMOLITION

DEMOLITION GENERAL NOTES:

1.  THIS DEMOLITION PLAN SHOWS GRAPHIC AND WRITTEN INFORMATION RELATED TO THE EXISTING 
SPACE.  THIS INFORMATION IS PROVIDED "FOR REFERENCE ONLY" AND WITHOUT WARRANTY BASED 
UPON AVAILABLE RECORD DRAWINGS.   FIELD VERIFY EXISTING CONDITIONS AND CORRELATE 
OBSERVATIONS WITH WORK SHOWN IN THE CONTRACT DOCUMENTS IN ORDER TO DETERMINE THE 
FULL SCOPE OF DEMOLITION WHETHER OR NOT SPECIFICALLY INDICATED OR NOTED.  REMOVE 
EXISTING CONSTRUCTION NECESSARY FOR THE EXECUTION OF THE WORK DEPICTED IN THE 
CONTRACT DOCUMENTS. 

2.  PROTECT EXISTING CONDITIONS INTENDED TO REMAIN THROUGHOUT THE COURSE OF THE WORK 
AS NECESSARY IN ORDER TO PREVENT LOSS OR DAMAGE. 

3. UTILITIES SERVING OCCUPIED PORTIONS OF THE BUILDING SHALL BE MAINTAINED IN OPERATION 
THROUGHOUT THE WORK EXCEPT FOR SUCH SHORT PERIODS AS NECESSARY TO CARRY OUT THE 
WORK.  PRIOR TO INTERUPTION OF ANY SUCH SYSTEM,  CONSULT WITH THE OWNER'S 
REPRESENTATIVE TO ESTABLISH A MUTUALLY SATISFACTORY SCHEDULE FOR CUT OVER, DISRUPTION, 
OR CHANGE IN OPERATION OF THE AFFECTED SYSTEM.

4.  ARRANGE FOR SHUT-OFF OF EXISTING UTILITIES AND MAKE PROVISIONS FOR TEMPORARY POWER.  

5.  PROVIDE TEMPORARY PARTITIONS AS NECESSARY TO KEEP NOISE AND DUST FROM DISRUPTING 
OCCUPIED AREAS OF THE BUILDING.

6.  CUTTING AND PATCHING NECESSARY TO EXECUTE THE WORK SHALL BE PERFORMED TO THE BEST 
STANDARD OF CRAFTSMANSHIP NECESSARY TO ACHIEVE UNIFORM VISUAL MATCH IN COLOR AND 
TEXTURE OF EXISTING ADJACENT FINISHES.  

DEMO EXISTING WINDOW, TYP. OF 6

REMOVE EXIST. STOREFRONT

DEMO EXISTING COLUMNS

DEMO ROOF

DEMOLITION NOTES BY SYMBOL:
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2
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VALLEY AND GABLE 
TO REMAIN

ROOF AND COLUMNS 
TO REMAIN
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STORAGE UNITS

DCD ROOM

001

C
H

A
N

G
IN

G
 T

A
B

L
ERESTROOM

002

WORK SCOPE:
DIMMABLE LED LIGHTING
STANDARD SWITCH
FLUSH LEVER TOILET
HANDLE FAUCETS

SENSORY AREA
(6' X 4')

T
V

FRAME IN 
WINDOW

DESK

ADA SINK
WITH KNEE SPACE

001

002

A701

1

FLOOR FINISH LEGEND

CT-1

VCT-1

6'-0" HEIGHT

W

F-WS

F-SD

F-PTD

1' - 0"

2' - 0"

1'
 - 

0" 2'
 - 

0"

2' - 0"

3 5/8" METAL STUD 
FURRING WALL 

F4

F2

C8

C8

C8 C8

EXISTING CONSTRUCTION
(TO REMAIN)

DEMOLITION LEGEND:

DEMOLITION - FLOOR FINISH

DEMOLITION - CEILING FINISH

DEMOLITION

DEMOLITION GENERAL NOTES:

1.  THIS DEMOLITION PLAN SHOWS GRAPHIC AND WRITTEN INFORMATION RELATED TO THE EXISTING 
SPACE.  THIS INFORMATION IS PROVIDED "FOR REFERENCE ONLY" AND WITHOUT WARRANTY BASED 
UPON AVAILABLE RECORD DRAWINGS.   FIELD VERIFY EXISTING CONDITIONS AND CORRELATE 
OBSERVATIONS WITH WORK SHOWN IN THE CONTRACT DOCUMENTS IN ORDER TO DETERMINE THE 
FULL SCOPE OF DEMOLITION WHETHER OR NOT SPECIFICALLY INDICATED OR NOTED.  REMOVE 
EXISTING CONSTRUCTION NECESSARY FOR THE EXECUTION OF THE WORK DEPICTED IN THE 
CONTRACT DOCUMENTS. 

2.  PROTECT EXISTING CONDITIONS INTENDED TO REMAIN THROUGHOUT THE COURSE OF THE WORK 
AS NECESSARY IN ORDER TO PREVENT LOSS OR DAMAGE. 

3. UTILITIES SERVING OCCUPIED PORTIONS OF THE BUILDING SHALL BE MAINTAINED IN OPERATION 
THROUGHOUT THE WORK EXCEPT FOR SUCH SHORT PERIODS AS NECESSARY TO CARRY OUT THE 
WORK.  PRIOR TO INTERUPTION OF ANY SUCH SYSTEM,  CONSULT WITH THE OWNER'S 
REPRESENTATIVE TO ESTABLISH A MUTUALLY SATISFACTORY SCHEDULE FOR CUT OVER, DISRUPTION, 
OR CHANGE IN OPERATION OF THE AFFECTED SYSTEM.

4.  ARRANGE FOR SHUT-OFF OF EXISTING UTILITIES AND MAKE PROVISIONS FOR TEMPORARY POWER.  

5.  PROVIDE TEMPORARY PARTITIONS AS NECESSARY TO KEEP NOISE AND DUST FROM DISRUPTING 
OCCUPIED AREAS OF THE BUILDING.

6.  CUTTING AND PATCHING NECESSARY TO EXECUTE THE WORK SHALL BE PERFORMED TO THE BEST 
STANDARD OF CRAFTSMANSHIP NECESSARY TO ACHIEVE UNIFORM VISUAL MATCH IN COLOR AND 
TEXTURE OF EXISTING ADJACENT FINISHES.  

DEMO EXISTING DOOR

DEMO WALL AND FINISHES

DEMO PLUMBING FIXTURES

DEMO WINDOW

DEMO KITCHEN

DEMO CEILING FINISH THROUGHOUT 

DEMO FLOOR FINISH THROUGHOUT

REMOVE HVAC

DEMO LOCKERS
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1 EXISTING PLAN- DCD ROOM

1/4" = 1'-0"A101

2 DEMO PLAN

1/4" = 1'-0"A101

3 FLOOR PLAN- DCD ROOM

DOOR SCHEDULE DCD

MARK ROOM

UNIT SIZE

FRAME TYPE PANEL TYPE PANEL MATERIAL FIRE RATING LOCK FUNCTION NOTEWIDTH HEIGHT THICKNESS

001 DCD ROOM 3' - 0" 7' - 0" 1 3/4" HM-00 01-FLUSH

002 RESTROOM 3' - 0" 7' - 0" 1 3/4" HM-00 01-FLUSH

ROOM FINISH SCHEDULE DCD

MARK DESCRIPTION FLOOR FINISH BASE FINISH WALL FINISH CEILING FINISH REMARKS

001 DCD ROOM VCT-1 VB-1 PT-1 (SEMI-GLOSS) ACT-1

002 RESTROOM CT-1 CT-1 CT-1/PT-1 (SEMI-GLOSS) ACT-1

1/4" = 1'-0"A101

4 DCD CEILING PLAN
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1 FLOOR PLAN- NURSE STATION

ROOM FINISH SCHEDULE NURSE

MARK DESCRIPTION FLOOR FINISH BASE FINISH WALL FINISH CEILING FINISH REMARKS

100 VESTIBULE WCPT VB-1 CMU/PT-2 ACT-1

101 HALL LVT-1 VB-1 GYP. BD/PT-2 ACT-1

102 OFFICE CPT-1 VB-1 CMU/PT-2 ACT-1

103 OFFICE CPT-1 VB-1 CMU/PT-2 ACT-1

104 OFFICE CPT-1 VB-1 CMU/PT-2 ACT-1

105 2 BAY LVT-1 VB-1 CMU/PT-2 ACT-1

106 STORAGE CONC VB-1 CMU/PT-3 PT-3

107 RESTROOM CT-1 CT-2 CMU/PT-2 ACT-1

108 RESTROOM CT-1 CT-2 CMU/PT-2 ACT-1

109 1 BAY LVT-1 VB-1 CMU/PT-2 ACT-1

110 1 BAY LVT-1 VB-1 CMU/PT-2 ACT-1

111 SICK WAITING ROOM LVT-1 VB-1 CMU/PT-2 ACT-1

112 STAFF RESTROOM CT-1 CT-2 CMU/PT-2 ACT-1

113 RESTROOM CT-1 CT-2 CMU/PT-2 ACT-1

114 WAITING ROOM LVT-1 VB-1 CMU/PT-2 ACT-1

1/8" = 1'-0"A103

2 ROOF PLAN
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ALUM. STOREFRONT ENTRY SYSTEM;
COLOR: CLEAR ANODIZED

EXISTING BRICK COLUMN

EXISTING BRICK COLUMNALUM. STOREFRONT WINDOW SYSTEM

MATCH SIZE & STYLE TO DISTRICT OFFICE

BRICK, MATCH EXISTING

5
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TYP. FOUNDATION:
2" RIGID INSULATION,
BITUM./POLY. WATERPROOFING
OVER REINF. CMU WALL. &
REINF. CONC. FTG.  
(SEE STRUCTURAL FOR REINF.)

SLAB ON GRADE:
4" CONC. SLAB W/ REBAR 
REINF. OVER REINF. POLY. V.B., 
& 4" GRANULAR FILL

TYP. WALL FRAMING:
EXTERIOR BRICK (SEE ELEVATIONS)
AIRSPACE
3" RIGID INSULATION (R-13.5)
FLUID APPLIED WEATHER BARRIER
8" REINFORCED CMU BLOCK (SEE STRUCT.)
INTERIOR FINISH - SEE SCHEDULE

TYP. ROOF FRAMING:
EPDM FULLY ADHERED ROOF,
ROOF INSULATION (AVG. R-35), 
AIR BARRIER MEMBRANE,
METAL DECKING (SEE STRUCT.), 
METAL BAR JOIST (SEE STRUCT.)

1/4" = 1'-0"A310

1 BUILDING SECTION- 1

1/4" = 1'-0"A310

2 BUILDING SECTION- LONG 1

1/4" = 1'-0"A310

3 BUILDING SECTION- LONG 2

1/4" = 1'-0"A310

4 BUILDING SECTION- VESTIBULE



������������	
���

������ ��

������
��� 	�����
������ ��

�

������	���
�	

�	����
������
�

�	�
���	����
���		���������

��		��
�
�	���		���������

��		����
�	���		���������

��		����������		���������

������������	
���

������ ��

������
��� 	�����
������ ��

�

�����
��������
����

�� ������
�

�����
��������
����

��	�����!	���	�
���
����
�!��


�� ������
�

"��#�����	�������

�������		�	��
���	���
�	�	�
	

�����
��������
����


����
���	�

������	���
�	

��
��

��

�����#��
��!�	������


��


����
�	

�	�
���	����
���		���������

��		��
�
�	���		���������

��		����
�	���		���������

��		����������		���������

������������	
���

������ ��

������
��� 	�����
������ ��

�

������	���
�	

�� ������
�

�� ����

�	�
���������
���
���		���������

�� ������!	
�!��


$	����
���	�
���
�	�

��
��

��

��	�����!	���	�
���
����
�!��


�������		�	��
���	���
�	�	�
	

���
�
�

	��
���

�	�
���	��


����
���	�%$
�����
���	�
�	���
�	

����	����������
$
��� ��&�


�!	�	��	����������
�� ��	�

�	�
�������	���
�!��



����
���	���	���
�	

�����
�	���	�
������



��	�	���
��	�	�

������

�	
���������


����
���	�%$
�����
���	�
�	���
�	


�!	�	��	����������
�� ��	�

����	����������
$
��� ��&�

�������
��

����
��	��	
�	�������	�����
�!	���
�	���������	��!�"��

�	�
���	�	��
���������	�

�	�
	��


��
��

	������
�!��


���
��!

���
���


�

���

�

��

�������

�%��

�������

���%"�

�������

�	�
	��


��
��

�	
������	�	��
����

�	�
���	��

����	����������
$
��� ��&�


�!	�	��	����������
�� ��	�


����
���	���	���
�	

�	�
	��


��
��

��	����
����
�	���	�
��!���

��	 �����	�����	���
�!��

�����
����
����


������
�
�!	��$	

��������	
������	�	��
����

�	
�
��

�	�
���	��
����
���	���	���
�	


�!	�	��	����������
�� ��	�
����	����������
$
��� ��&�

�

	������
�������	��	����

�����	
���
��
��

�
�����������
��!������
 ��
�	

�
���
���


�
�������

�

	������
����

	������
�������	��	����

�����	
���
��
��

�
�������
 ��
�	

�������
�
�''��� '�

�

���	���
��$
�����	�
��	�

�%"��	��
�������������
�	��
�

�����������
����		���������

���
�
���
������

����
��	��	
��!

"����
��������
������� ��'�

�����
��������
����

������
����	���	
�!	���
���	�

(���	������	�����������
��		���������


�����
�	

�����#��
��!�	������



�
�	

�
�	�	$�����)

��*+,+-.�/+,012.�0*30�0*14�5637#�45+/121/30187#�8,�
,+58,0�934�5,+53,+:�-.�;+�8,�<7:+,�;.�:1,+/0�
4<5+,=14187�37:�0*30���3;�3�:<6.��1/+74+:�

,/*10+/0�<7:+,�0*+�6394�82�0*+��030+�82�
�177+4803�

����	�>
����	�������	�>

�����	�>

?�"'"'��8,��87#��7/��
66�,1@*04�,+4+,=+:�

������������	��
����

������������	�
�

����

��

���

���
���

�


��

���

���
���

	��
���

���
��


���
	��

���
�
�

���
���

��


����������

�"%'A%"'""
�B�'

���)��A(C"
	�����
����

�"%'A%"'""

���%"��D����'�
�B'

� �
�����
�������� 	������
����
�������
���%"��D����'�
�B'

" �
�
�	���	�
��� ����	���
����

���%"��D����'�
�B'

� �
�
�	���	�
��� $	������	

���D����'�
�B'

( �	�
���� ������������	���
�!��

���D����'�
�B'

B �	�
���� �������
���� ��	�

���D����'�
�B'

� �	�
���� ������	�	��
����

���D����'�
�B'

A �	�
���� ������	�	��
��������	���
�!��


���%"��D����'�
�B'

& ������
����	�
��� 	������
��
��

���%"��D����'�
�B'

C ��������
�� ����	���
������ �3668<0��
���%"��D����'�
�B'

�' �����������
����	�
��












	Agenda
	1. Call to Order and Pledge to Flag
	2. Discussion Items
	2.1. Health Services Addition - DCD Classroom Remodel
	2.2. Worlds Best Workforce Report
	2.3. Wage increase for food service staff

	3. Action Items
	3.1. Approve a Memorandum of Agreement with School Service Employees International Union, Local #284
	3.2. Approve a 2023-2025 Master Agreement with School Service Employees International Union, Local #284
	3.3. Approve Letters of Assignment with Food Service Staff  Effective January 1, 2023
	3.4. Approve 2023-2025 Letters of Assignment with Food Service Staff
	3.5. Approve $2 an Hour Increase to Short Hour Food Service Staff Effective January 1, 2023.
	3.6. Approve the 2023-2024 School Calendar

	4. Motion per Minnesota State Law 13D.05 to Close Meeting in Order to Perform an Evaluation on Jonathan Clark, Superintendent
	5. Reopen Meeting
	6. Adjourn
	283f26f0-5284-4231-a2fd-df135110e808
	97e3fa57-f2c5-41a7-82ec-8d9032deed06
	df9cff8d-0270-4470-b783-d4711b0da4c7
	04c97898-2830-44fc-b4a3-50be65e09261
	5251e2a5-ad8f-4175-a801-de93e7e98c02

